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SCHEMATIC PIPING DIAGRAM - BUILDING 4

SCHEMATIC PIPING DIAGRAM - BUILDING 6
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EXISTING HHW PUMPS TO REMAIN.
SUPPLY & INSTALL VSD FOR
SECONDARY PUMPS INCLUDING
POWER SUPPLY, ELECTRICS  &
CONTROLS.
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VICTORIA UNIVERSITY - BOILER
REPLACEMENT AT ST ALBANS
CAMPUS - BUILDING 4 & 6

CLIENT

NOTES:
1.  BOILERS SHALL BE CONNECTED TO EXISTING BMS SYSTEM.

2. BOILERS SKID AND HEAT EXCHANGERS SHALL BE
MOUNTED ON CONCRETE PLINTH. CONTRACTOR SHALL
ALLOW FOR ADDITIONAL CONCRETE PLINTH IF REQUIRED.

3. RUN PRESSURE RELIEF VALVE DRAIN TO EXISTING FLOOR
WASTE (TYPICAL).
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Simons Modupak 6 & Modupak 5 with interconnecting pipework and headers
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